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TAHARKA MUHAMMAD
NICET LEVEL IV

CERT. 138245  EXP. 01/07/2026

TYPICAL DEVICE MOUNTING HEIGHTS

3' (MIN)

5'

12" MAX

3' (MIN)

(+)

TERMINAL BLOCK

(-) (+) (-)

-
AND FUSE

FUSE
+ -+ + -

12V, 65AH BATTERY 12V, 65AH BATTERY

12 VOLT, 7 Ah BATTERY12 VOLT, 7 Ah BATTERY

HORN/STROBE MOUNTING (HARD LID)HORN/STROBE MOUNTING (DROP CEILING) SMOKE DETECTOR MOUNTING DETAIL
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NICET LEVEL IV

CERT. 138245  EXP. 01/07/2026
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FACP, COM & NAC1 WIRING DETAILS
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TAHARKA MUHAMMAD
NICET LEVEL IV

CERT. 138245  EXP. 01/07/2026

FACP CALCULATIONS
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FIRE ALARM SYSTEM CALCULATIONS 

***(12V 12AH BATTERIES PROVIDED)***

(NAC1) POWER SUPPLY CALCULATIONS

***(12V 8AH BATTERIES PROVIDED)***
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FIRE ALARM SYSTEM MATRIX  SYSTEM OUTPUTS
FACP ANNUNCIATION NOTIFICATION FIRE SAFETY CONTROL
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COMMUNICATION FAULT X X X X
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NOTES:

1. CEILING HEIGHT = 10' OR LESS, UNLESS
OTHERWISE NOTED.

2. CEILING TYPE = MIX

3. SURGE PROTECTOR SUPPLIED BY OTHERS.
FOR CIRCUITS BETWEEN BUILDINGS OR
EXTERIOR SPACES.

FIELD LOCATE SINGLE INPUT MODULE
& RELAY MODULE FOR KITCHEN HOOD.
FIELD VERIFY ANSUL SYSTEM (F.B.O.).

PER IFC 509-1 MOUNT A FIRE ALARM
CONTROL PANEL SIGN WITH 2 INCH
WHITE LETTERS ON A RED
BACKGROUND LOCATED ON THE
OUTSIDE OF THE DOOR LEADING TO
THE FIRE PANEL LOCATION.

CEILING MOUNT OR WALL MOUNT
CONVENTIONAL HEAT DETECTOR.
FIELD VERIFY LOCATION.
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K
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N FIRST FLOOR FIRE ALARM LAYOUT
0 8' 16'

SCALE: 1/8"=1'-0"
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NOTES:

1. CEILING HEIGHT = 10' OR LESS, UNLESS
OTHERWISE NOTED.

2. CEILING TYPE = MIX

3. SURGE PROTECTOR SUPPLIED BY OTHERS.
FOR CIRCUITS BETWEEN BUILDINGS OR
EXTERIOR SPACES.

FIELD LOCATE SINGLE INPUT MODULE
& RELAY MODULE FOR KITCHEN HOOD.
FIELD VERIFY ANSUL SYSTEM (F.B.O.).

PER IFC 509-1 MOUNT A FIRE ALARM
CONTROL PANEL SIGN WITH 2 INCH
WHITE LETTERS ON A RED
BACKGROUND LOCATED ON THE
OUTSIDE OF THE DOOR LEADING TO
THE FIRE PANEL LOCATION.

CEILING MOUNT OR WALL MOUNT
CONVENTIONAL HEAT DETECTOR.
FIELD VERIFY LOCATION.

FLAG NOTES:
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